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KET QUA THU? NGHIEM

TEST RESULT
1. Tén miu thir: Bén pha LED PT-FL2-250
2. Khich hang: CONG TY TNHH CONG NGHE NANG LUONG POTECH

3. S6 lwgng miu: 01 _ 4. Ngay nhdn miu: 16 /02 /2022
3.Tinh trang mﬁu:l\:ldl — 6. Thoi gian thir nghiém: 16 /02 /2022 + 25 /02 /2022
TT __Tén chi tiéu _ Donvi | Phwong phap thir | Mirc yéuciu | Két qua
1 Thﬁglg s0 dién, quang, phé & dién ap TCVN 10885-2-1:2015
nguon 220 V ~50 Hz TCVN 10485:2015 |
1.1 | Cong suét tiéu thy W TCVN 11843:2017 | -- 255,33
1.2 ng thong Im TCVN 7722-1:2017 = 34530
1.3 Nhlé? dd mau (CCT) K TCVN 7722-2-5:2007 - 6276
14 H§ 50 tra mau (CRI) TCVN 4255:2008 - 80,4
1.5 | D6 thi phan b cuong do sang - Hini] 1
1.6 Bang dir ligu phan bo anh sang -- Bang 1
2 | Cap bao vé chéng dign giét (Class) - Cép I
3 | Thir nghiém cép bao vé bang vo ngoai | P66 Dat
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Hinh 1: D6 thi phin b§ cudmg dg sang (Calculated Luminous Intensity / ked

__ TRUONG PHONG THU NGHIEM
DIEN, PIEN TU \Z U SUAT NANG LUQNG

D3ng Thanh Tung

Ap £ 4n P
thi : . _ JIgeyon JIgoc Cham
1. Phiéu két qua nay chi ¢ gid tri doi voi mau thie do khdch hang duea 10i.

This test results is value only for samples taken by customer. )

Khéng dwoc trich sao mét phan két qua nay néu khong dwge sy dong y: ctia trung tam Ky thuat 1.
This test results shall not reproduced except in full, without the written approved of QUATEST 1.

Tén mau va tén khéch hang diege ghi theo véu cau eiia khdch hang.

Name of sample and customer are written as customer s request.
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