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TEST REPORT
1. Ténmiu . DEN PHA =
Name of sumple
2. S6lwong miu 01
Quantity
3. Mo tamiu : Dén pha LED/ LED Floodlight; Ghi nhin/ Marking: Potech, PT-SPL-150
i Description of sample  (xem hinh trang / see photograph in page of 2/23)
|
4. Ngay nhin miu : 03/07/2019
Date of receiving
5. Thoi gian thir nghiém :  04/07/2019 - 07/08/2019
Testing duration
6, Noi giri miu - CONG TY TNHH CONG NGHE NANG LUONG POTECH
Customer 350/33/10/9B Quoe 1§ 1, KP 4, P. An Phit Béng, Quin 12,
TP. Ho Chi Minh
7. Phuong phép thir : TCVN 7722-2-5 : 2007 (IEC 62598-2-5: 1998)
Test method Bén dién — Phan 2: Yéu cau cu thé — Muc 5: Pén pha
8. Kétquathirnghiém : Xem trang 3/23 - 23/23
Test result See pages
~ P.TRUONG PTNDIEN
FOR HEAD OF ELECTRICAL TESTING LAB.
|
I
Nguyén Mirng
1. Cle h':iqjl;l. |.;|u aghifen ghi trong phii ny chi cd gid tn dbi wi e ﬁ'ﬂu:;:h kg gin dn, ! Test resulty aee valid for the samele '|'H'|.p|.r:;.-\.f samplefi) only —
2. K Bupoc trich waer endi phin phigu ks qud thir nghidm by néu Ebdnpco se Sbng § bing vin bin cia Trung tim K§ thujt 1. 5
Fhiz Fost Report shurll mat be eveprohced, evcept in fall, withaut theortien perminion by Quatest . "
3. WA khding sp dyag. ( Mar applicable
4 Tén i, 1en khich hang dage ghi theo v ol con m gin miiu, |/ Vame of sample ) dond Crvioemer Gre wWrETen @ Cusiomer s reguess
5, ) khdag dm bao So md rg s lugng duge tinh vii k = 2, mibe tn cly 95 %, Khich hang o6 thé Tién b theo dja chi dusti 42 by thém thing tin
Evtimerted expanded wncertaing of Tmmfmrm..-nrmfh k= 2 ar 95 % comfidenen level Pleare o mﬁ.‘w {hardenr 3 ol the below aulsdevas for further infisrmation
[l P i M Wt LT M 0 WO Vet o
5 tot, K1 rosd, Cal Las 17, [iaf. 2, HOMC, Vienam Teli (4-2R) 3742 3160 Pou: (528) 3002 M7 Eomail wecakhifquatest) sumvn
~ Lin sum doi: 0 BHIZ (07/2018) MOV - TTTNOS
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TCVN 7722-2-5 : 2007 (IEC 60598-2- %4}%&3 “”““'31 £ |
Dicu Yéu ciu - Thir nghi¢m Két qui - G et Nhin xét
_Clause | Requirements - Tests Result - Remar Verdict |
5.4 Phén logi dén dién [ Ap dung muc 2 ctia
I IEC 60598-1 Dat
Classification of luminaries i Section 2 of IEC 60398-1 apply Pass
(2.1) | Yéu cau chung o Mo ta viéc phan loai dén dién -
General Desciption of the classification
— - of luminaires
(2:2) Phan loai theo cap bao vé chong dién gidt Cap | Dat
Classification according to type of Class Pass
protection against electric shock
(2.3) Phin loai theo cap bao vé chong su xam
nhép cta bui, vét rin va hoi dm IP66 Pat
Classification according to degree of Pass
protection against ingress of dust, solid
objects and moisture
(2.4) Phan loai theo vt liéu ctia bé mat dd ma dén | Thich hop dé lap dat trure tiép
dién duge thiét ké |&n bé mit bat lira thong thudmg Bat
Classification according to material of Suitable for direct mounting on Pass
supporting surfaces for which the luminaire | normally flammable surfaces
is designed
(2.5) Phén loai theo tridmg hgp sir dung Sir dung binh thirong Bat
Classification according to circumstance of | For normal use Pass
lse
5.5 Ghi nhin ﬁnp dung muc 3 cia
IEC 60598-1 Khéng dat
Marking Section 3 of IEC 60598-1 apply Fail
Céc ngi dung bo sung cy thé dudi déy duge
ghi nhdin trén dén pha hodc sin c¢6 dé cung
cép cho ngudi sir dung Thiéu mét s6 ndi dung Khéng dat
The following additional particulars marked | Lack of some information Fail
on the floodlight or otherwise made
available to the purchaser
a) Tu thé lam viée, néu khong phai loai van
ning Khong cé Khéng dat
Operating position, if not universal No Fail
b) Khoi lugng va kich thude tong thé 7.3 Kg; 345%310%160 mm Dat
Weight and overall dimensions of the Pass
floodlight
c) Ving nho ra lon nhit ctia dén pha Khong ¢6 Khéng dat
Maximum projected area of the floodlight No Fail |
TRUNG TAM KY THUAT TIEU CHUAN DO LUONG cHlT Luuua 3
QUALITY ASSURANCE & TESTING CENTER 3
L] Hﬂld-ﬂ‘mhf 41,F*Wni15:! 1 l11i M, Victnani Tel: (B4-20) MEROQ2TE  Fano (RA25) MEIMID Wehnite: wwwquatestd.com T
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iy ool 00 LIS/ S
(124) | BANG: thir nghi¢m nhiét (lam vige binh thwimg) %{HAT LoNe 2/ |
TABLE: thermal test (mormal operation) Y=o I _
Cac bd phan T do (°C) T qui dinh (°C)
Part measued T specified T
Vo ctia LED driver 37 max 90
| Case of LED driver .
| Cach dién ctia day dan 33 max 90 !
| Insulation of wiring e, £ =
(10.2.1) | BANG: thir nghi¢m dién tror ciach dién ! !
TABLE: insulation resistance test
Céch dién cua cac phin (M) dién tré do dién tr&r qui dinh
Insulation of parts measured R specified R
| Khac SELV
Other than SELV
Giira cac phan mang dién va phan kim loai ciia dén Iém hon 200 min 2
Berween live parts and metal parts of luminaire more than
(10.2.2) | BANG: thir nghi¢m d§ ben dién
TABLE: electric strength test 5
Dién ap thir dat gita: AV dién ap thir (V)¢ | danh thing (c6/khong) 1
Test voltage applied between: £ test voltage break-down (ves/no)
Khac SELV
Other than SELV
; Cac phan mang dién va cac phin kim loai ciia dén 1500 khong
Live parts and metal parts of luminaire no
(10.3) | BANG: do dong di¢n cham, dong dién trong diy din bio vé vii bong dién
r TABLE: measurements of touch current, protective conductor current and
electric burn
Loai dén : dong dién do (mA) gng dién qui djinh (mA)
Lumingire type P measured current | specified current
Co dinh, cap | 0,12 T M X
Fixed, class 1
' Ghichi / Notice:
Dat / Pass : Két qua thir thoa mén yéu ciu / Test item does meet the requirement,
Khong dat / Fail : Két qué thir khéng théa man yéu ciu / Test item does not meet the requirement.
N/A : Khong dp dung cho mau thit / Test case does not apply to the test object.
(=) : Thong tin bo sung, khong yéu ciu nhan xét / Additional information withowt verdict
(sb / number)  : Diéu trong tiéu chudn / Clause in IEC 60598-1 : 2008.
i — . < 2
TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUGNG 3
o .. QUALITY ASSURANCE & TESTING CENTER 3
! wabewr, [ J.I_H MU, Vartnaip Pel TRAIH) VRIOAITE  Fan: (B42N) TEI9 MU Website swwwaquaateid), oo vn
RBRTESTE" noi ™ s il Mo e D IGHE 20 A SRR,
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